RELIABILITY BASED PERFORMANCE ASSESSMENT ON MECHANICAL MAIN SYSTEM USING RELIABILITY AVAILABILITY MAINTAINABILITY (RAM) ANALYSIS METHOD AND BLOCKSIM 9.0 AT PT. PERTAMINA GEOTHERMAL ENERGY KAMOJANG by Umi Jariyah
RELIABILITY BASED PERFORMANCE ASSESSMENT ON MECHANICAL MAIN
SYSTEM USING RELIABILITY AVAILABILITY MAINTAINABILITY (RAM)
ANALYSIS METHOD AND BLOCKSIM 9.0 AT PT. PERTAMINA GEOTHERMAL
ENERGY KAMOJANG
 
Umi Jariyah¹, Rd. Rohmat Saedudin ², Sutrisno³
 
¹Teknik Elektro, Fakultas Teknik Elektro, Universitas Telkom
Abstrak
In the daily life, electricity is a vital thing and something that never released from human activity.
Pertamina Geothermal Energy (PGE) is a subsidiary company of PT. Pertamina (Persero)
established since 2006 which utilize geothermal resources to generate electricity in Indonesia.
PT. PGE Kamojang is the first geothermal field which was inaugurated on January 29th 1983.
Total generating capacity of Kamojang Power Plant is 200MW consist of Unit 1, 2, 3 with total of
140MW and 60MW from Unit 4. In Power Plant, there are seven Mechanical Main System which is
have important role. The seven system are, Steam Separating System (LBJ), Steam Supply and
Venting System (LB), Steam Turbine and Lube Oil System (MA), Steam Return System (MAG), Gas
Removal System (MAJ), Circualtiong Cooling Water System (PA), and Raw Water System (GA).
When the seven system is being operated and there is a system fail, then Power Plant cannot be
operated. The failure that can occur in the system can be avoided by doing research using RAM
Analysis Method and Blocksim 9.0 software. Because with RAM Analysis Method and simulation
through Blocksim 9.0 software, the Availability, Reliability, and Maaintainability of a system will
be known. The last results of this research is also to determine the Critical Equipment in
Mechanical Main System.
From this research which is use the RAM Analysis Method and Blocksim 9.0 software, can be seen
the Availability of Power Plant is 73,8675% and the Reliability is 68,7% for one month interval and
0,8% for one year (12 months) interval. For the critical equipment if it is based on RS FCI then
the critical equipment are PA-BF207 with RS FCI 13,08%, PA-BF109 with RS FCI 12,99%, PA-
BF110 with RS FCI 12,21%, MA-STRB with RS FCI 10,26%, MAG-CND with RS FCI 6,51%, MA-GEN
with RS FCI 5,03%, and LBJ-SCR with RS FCI 4,04%. For the critical equipment when it is based
on RS DTCI then the critical equipmetn are MA-STRB with RS DTCI 21,16%, MA-GEN with RS
DTCI 11,98%, MA-BRX with RS DTCI 6,48%, MA-TRG with RS DTCI 5,55%, MA- GBR02 with RS
DTCI 5,23%, MA-MTG with RS DTCI 5,05%, and MA-TBR02 with RS DTCI 5,05%.
Kata Kunci : Reliability, Availability, Maintainability, Reliability Block Diagram (RBD), Failure
Mode and Effect Analysis (FMEA), Equipment Configuration, Power Plant
Tugas Akhir - 2014
Fakultas Teknik Elektro Program Studi S1 Teknik Elektro
Abstract
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140MW and 60MW from Unit 4. In Power Plant, there are seven Mechanical Main System which is
have important role. The seven system are, Steam Separating System (LBJ), Steam Supply and
Venting System (LB), Steam Turbine and Lube Oil System (MA), Steam Return System (MAG), Gas
Removal System (MAJ), Circualtiong Cooling Water System (PA), and Raw Water System (GA).
When the seven system is being operated and there is a system fail, then Power Plant cannot be
operated. The failure that can occur in the system can be avoided by doing research using RAM
Analysis Method and Blocksim 9.0 software. Because with RAM Analysis Method and simulation
through Blocksim 9.0 software, the Availability, Reliability, and Maaintainability of a system will
be known. The last results of this research is also to determine the Critical Equipment in
Mechanical Main System.
From this research which is use the RAM Analysis Method and Blocksim 9.0 software, can be seen
the Availability of Power Plant is 73,8675% and the Reliability is 68,7% for one month interval and
0,8% for one year (12 months) interval. For the critical equipment if it is based on RS FCI then
the critical equipment are PA-BF207 with RS FCI 13,08%, PA-BF109 with RS FCI 12,99%, PA-
BF110 with RS FCI 12,21%, MA-STRB with RS FCI 10,26%, MAG-CND with RS FCI 6,51%, MA-GEN
with RS FCI 5,03%, and LBJ-SCR with RS FCI 4,04%. For the critical equipment when it is based
on RS DTCI then the critical equipmetn are MA-STRB with RS DTCI 21,16%, MA-GEN with RS
DTCI 11,98%, MA-BRX with RS DTCI 6,48%, MA-TRG with RS DTCI 5,55%, MA- GBR02 with RS
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Chapter 1 Preliminary 
 
1.1 Background 
In the daily life, electricity is a vital thing and something that never released from 
human activity. This energy source is a fundamental needs which support any 
activity. Figure 1.1 shows the total use of electricity in Indonesia from 2004 until 
2012. There is an increase of electricity demand in each year which also indicates 
that the demand of electricity will continue increase in the future.  
 
 
Figure 1.1 Use of electricity from 2004 until 2009 in Indonesia 
Source: National Power Plant Statistic, DJK Statistic and Handbook of Energy 
 
In Indonesia, there are various sources of power plant which also visible from 
Indonesian nature. Some of the types of power plants in Indonesia are: Hydropower, 
Steam Power, Gas Power, Combined Cycle Power Plant, Geothermal Power, Diesel 
Power. Figure 1.2 shows the amount of National Power installed capacity (MW) 
sorted by the type of power plant from 2007 until 2011. The largest power are come 
from Steam Power with 38%. While Geothermal Power Plant only got 3% from the 
whole power sources.  
Tugas Akhir - 2014
Fakultas Teknik Elektro Program Studi S1 Teknik Elektro
2 
 
 
Figure 1.2 Installed capacity by the type of Power Plant in National Power Plant from 2007 until 2011 
Source: BPS-Statistics Indonesia 
 
Geothermal Energy is energy which hospitable with the environment because the 
residual fluid from power generation will be injected into the subsurface through 
injection wells. By this continues cycle so Geothermal Energy is also known as 
renewable energy or sustainable energy. In addition, the emissions generated are 
lower than emissions released by coal and petroleum. Figure 1.3 shows the 
comparison of the emissions generated by energy sources such as Coal, Diesel, Oil, 
Gas, and Geothermal. Geothermal produce the lowest emission compared to the 
other energy sources. Therefore, by using Geothermal energy can be ensured to 
reduce greenhouse emissions.  
 
 
Figure 1.3 The content of emissions generated by some of the energy sources 
Source: IPCC and Indonesia’s First Communication Report 2009 
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Remembering Indonesia have so many potential natures, can be ensured that 
Indonesia still have so many potential energy source which has not been exploited. 
Table 1.1 shows how many potential areas in Indonesia as Geothermal sources and 
its capacity in Indonesia. There are 255 Geothermal potency areas and could reach 
until 28095 MWe. However many of them have not been explored yet.  
This whole potential areas and its capacity can be well explored when the entire 
production facility is having good performance with well maintenance activity. 
However, the performance of production facility in each Power Plant must be 
measured first in order the maintenance activity can be done right on the target. 
 
Geothermal Potential Sources areas and its Capacity in Indonesia 
No. Location Total 
Resources (MW) Backup (MW) Total 
(MW) Speculative Hypothesis Allegedly Possisbly Proved 
1 Sumatera 84 4975 2121 5845 15 380 13336 
2 Jawa 76 1960 1771 3265 885 1815 9696 
3 
Nusa 
Tenggara 
21 410 359 973 - 15 1757 
4 Sulawesi 51 1000 92 982 150 78 2302 
5 Maluku 15 595 37 327 - - 959 
6 Kalimantan 5 45 - - - - 45 
7 Papua 3 75 - - - - 75 
Total  255 8985 4380 11392 1050 2288 28095 
Table 1.1 Potential geothermal Sources areas and Its Capacity in Indonesia 
Source: Volcanology & Pertamina Survey Directorat & EMR Media Center 2010, Handbook of Energy & 
Economic Statistic of Indonesia 
 
Pertamina Geothermal Energy (PGE) is a subsidiary company of PT. Pertamina 
(Persero) established since 2006 which utilize geothermal resources to generate 
electricity in Indonesia. Until now, there are 14 work areas which is nine of them 
are managed by PT. Pertamina Geothermal Energy. Figure 1.4 shows the System 
Breakdown Structure (SBS) of Pertamina Geothermal Energy until it gets the 
systems of Unit 4 Kamojang Geothermal Power Plant which is consists of four 
systems then will be divided into 19 subsystems refers to its system. 
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Figure 1.4 System Breakdown Structure 
 
PT. PGE Kamojang is the first geothermal field which was inaugurated on January 
29th 1983. Total generating capacity of Kamojang Power Plant is 200MW consist 
of Unit 1, 2, 3 with total of 140MW and 60MW from Unit 4.  
The production process in Power Plant initially, the steam will come out from the 
well head pass through the tubes and valves towards Scrubber. The steam which is 
still consist of unnecessary particles such as sodium, potassium, calcium, silica, 
boron, ammonia, flour, etc. will be separated inside Scrubber. The steam that has 
been separated will be flowed to turbine and revolves the generator and later 
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generate electrical energy. For another component that has been separated from 
steam, will be processed and disposed. The residual water will be injected into the 
ground later. 
While operating, there is a value as performance measurement of Power Plant. 
Performance value that will be calculated as a function of time which is for one year 
is Reliability and Availability. Reliability is the probability that a component or 
system will not fail in a certain period of time. Availability is the probability that a 
components or system is performing it is required function at a given point in time 
when used stated operating condition (Charele E Ebeling 1997, Page 6). 
 
 
Figure 1.5 Availability factor and capacity factor performance at Unit 4 Power Plant Kamojang Geothermal  
 
In Figure 1.5 can be seen that company Availability Factor measurement is still 
counted by the Capacity Factor from 2008, 2009, 2010, 2011, until 2012. In this 
case, equipment performance measurement is still generalized with the capacity 
size which controlled by operation department. At 2014 company will start to 
measure the equipment Plant Availability Factor by itself. Whereas the company 
has not specifically examine the equipment Reliability, so it need a proper 
Reliability analysis to measure equipment reliability and to analyze which 
equipment that is critical and which allegedly could disturb the production process. 
The method used for analyze performance equipment is Reliability, Availability, & 
Maintainability (RAM) Analysis. RAM Analysis is used to measure the value of 
Reliability, Availability, & Maintainability of the system or equipment. To do RAM 
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Analysis, we need to calculate the value of Reliability, Availability, & 
Maintainability based on failure data (Time to Failure) and repair time (Time to 
Repair) from system or equipment (Barbera et al, 2008), in this case is for Unit 4 
Kamojang Geothermal Power Plant Main System. 
In this research, the analysis using RAM Method will be centered in the using of 
Blocksim 9.0 software from Reliasoft. Blocksim 9.0 are software which provides a 
comprehensive and flexible platform to mode system and processes using 
Reliability Block Diagram (RBD) or Fault Tree Analysis. For knowing the 
Reliability and Availability, the tools that will be used is Reliability Block Diagram 
only. 
RBD is a symbolic analytical logic techniques that can be applied to analyze system 
characteristics. In forming RBD is not affected by the flow of the system but only 
by the impact of the equipment when it fails for Power Plant Production and 
affected by the capacity of each equipment. Both of the factors will be discussed 
alter in the forming of Failure Mode and Effect Analysis (FMEA) and Equipment 
Configuration. 
 
1.2 Problem Formulation 
In this research can be found some problem, such as:  
1. What is the Equipment Configuration of Mechanical Main System Unit 4 
Power Plant Kamojang? 
2. What is the Reliability Block Diagram (RBD) design of Mechanical Main 
System Unit 4 Power Plant Kamojang? 
3. What is the Reliability Performance of Mechanical Main System Unit 4 
Power Plant Kamojang? 
4. Which equipment that could be critical in Mechanical Main System Unit 4 
Power Plant Kamojang? 
5. What is the Plant Availability Factor (PAF) of Mechanical Main System 
Unit 4 Power Plant Kamojang? 
 
1.3 Research Purpose 
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1. To develop the Equipment Configuration from Mechanical Main System 
Unit 4 Power Plant Kamojang. 
2. To develop the Reliability Block Diagram (RBD) design from Mechanical 
Main System Unit 4 Power Plant Kamojang. 
3. To measure the Reliability Performance from Mechanical Main System Unit 
4 Power Plant Kamojang. 
4. To find out which equipment that could be critical from Mechanical Main 
System Unit 4 Power Plant Kamojang. 
5. To measure the Plant Availability Factor (PAF) from Mechanical Main 
System Unit 4 Power Plant Kamojang. 
 
1.4 Problem Boundary 
1. The data that will be used is the data from OREDA, armypubs.army.mil and 
Power Plant Engineer Judgment 
2. The distribution that will be used in this research of Unit 4 Power Plant 
Kamojang is Exponential Distribution. 
3. The measurement are only for the Mechanical Main System of Unit 4 Power 
Plant Kamojang.  
4. The model that will be used in this research are Reliability, Availability, & 
Maintainability (RAM) Analysis method and Reliability Block Diagram 
(RBD). 
5. The software that will be used in this research is Blocksim 9.0 
6. This research was not until the implementation and just limited to the 
research results. 
 
1.5 Research Benefits 
1. Unit 4 Power Plant Kamojang can find out what factors that could impact 
the value of Reliability, Availability, & Maintainability from Mechanical 
Main System. 
2. Unit 4 Power Plant Kamojang can compile a future work system to improve 
the value of Reliability, Availability, & Maintainability from Mechanical 
Plant by improving maintenance activity. 
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1.6 Writing Systematic 
Chapter 1 Preliminary 
In this chapter will be examines the background of the research, 
problem formulation, study purpose, research boundary, the benefits 
of the research, and writing systematics. 
Chapter 2 Basic Theory 
In this chapter will be examines about the references for the research 
such as Reliability, Availability, & Maintainability (RAM) Analysis 
method, Reliability Block Diagram (RBD), Failure Mode and Effect 
Analysis (FMEA), Software Blocksim 9.0. 
Chapter 3 Research Methodology 
In this chapter will be examines about the research steps include: 
problem formulating stages, conceptual models development and 
problem solving systematic. 
Chapter 4 Data Collecting and Data Processing 
In this chapter will be examine about the data collecting and data 
processing. The data that will be collected is the Time to Failure, 
Repair Time, and Shipping Delay Time. For the data processing will 
be divided into Analytical Calculation and Simulation Using 
software Blocksim 9.0 helped by FMEA determination and 
Equipment Configuration determination. 
Chapter 5 Analysis 
In this chapter will be elaborated about the analysis of the data that 
already be processed in the previous chapter. The analysis is about 
the reasons and the causes why does the point in the previous chapter 
is appear. 
Chapter 6 Conclusion and Suggestion 
This chapter is the results or the answer of Problem Formulation that 
has been formed in the chapter 1. This chapter is also the final results 
of this research. 
  
Powered by TCPDF (www.tcpdf.org)
Tugas Akhir - 2014
Fakultas Teknik Elektro Program Studi S1 Teknik Elektro
86 
 
Chapter 6 Conclusion and Suggestion 
 
6.1 Conclusion 
1. Based on the data processing: 
a.  The Equipment Configuration has been developed. The Equipment 
Configuration can be seen in Appendix F. Overall the equipment are 
arranged in series-parallel configuration but only in Steam Turbine & 
Lube Oil System which is all of the equipment are arranged in series 
configuration. For the Operation Type of each equipment is Continuous 
because all of the equipment in Power Plant Main System is operated 
continuously. 
b. The Reliability Block Diagram has been developed. The development 
of RBD is not affected by the flow line of a system but affected on the 
effect that could be occur in Power Plant when the equipment is failed. 
Besides that, another factor that could affected RBD is how much the 
capacity which is covered by each equipment. In the RBD 
determination, the Power Plant RBD is also has been built from all of 
the main system which is related one to another in series configuration. 
c. The citical equipment which is have the lowest Maintainability with 
interval 72 hours i.e. Re-Injection Sump Pump in Circulating Cooling 
Water System with 75,9%, Raw Water Intake Pump in Raw Water 
System 74,23, Steam Turbine in Steam Turbine & Lube Oil System 
92,15%, and the lowest goes to Generator in Steam Turbine & Lube Oil 
System 67,53%. 
2. Based on simulation within Blocksim 9.0 with MTBF, MTTR, and Shipping 
Delay Time as the data input, 
a. The Reliability of Power Plant is 64,8% in the first month and end up to 
1,1% in the 12st month. 
b. There are two points that will be used in critical equipment 
determination, i.e., RS FCI and RS DTCI. When it is based on RS FCI, 
the critical equipment are, PA-BF110 with RS FCI 12,96%, PA-BF109 
with RS FCI 12,60%, PA-BF207 with RS FCI 12,41%, MA-STRB with 
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RS FCI 8,09%, MAG-CND with RS FCI 6,54%, MA-GEN with RS FCI 
5,37, and LBJ-SCR with RS FCI 4,84%. When the critical equipment 
determination is based on RS DTCI, the critical equipment are MA-
STRB with RS DTCI 16,83%, MA-GEN with RS DTCI 11,88%, MA-
TRG with RS DTCI 8,32%, MA-SXP with RS DTCI 6,25%,  MA-
GBR02 with RS DTCI 5,86%, MA-MTG with RS DTCI 5,58%, and 
MA-PRD with RS DTCI 5,12%. 
c. The Availability of Power Plant is 74,0152%. Because the PM, OC, and 
Inspection activity are not included in this research, then the Availability 
which is obtained from simulation is the Operational Availability. It is 
also because the repair time that has been used in this simulation is the 
Repair Time in manhours. 
 
6.2 Suggestion 
6.2.1 Suggestion for Company 
1. Maintenance Department of Power Plant should perform a maintenance data 
in details i.e. how long does it take for performing preventive maintenance 
activities 
6.2.2 Suggestion for The Next Research 
1. RAM Analysis can be combined with the another method of maintenance 
management such as Reliability Centered Maintenance (RCM), Life Cycle 
Cost (LCC), Spare Part Management, and fault Tree Analysis that has not 
been used in this Final Project. 
2. In order to use Blocksim 9.0 the requirement of data must be more specific such 
as the preventive maintenance activities in the company. 
 
 
  
Powered by TCPDF (www.tcpdf.org)
Tugas Akhir - 2014
Fakultas Teknik Elektro Program Studi S1 Teknik Elektro
88 
 
References 
 
Barabady, J. Kumar, U. Improvement of System Availability Using Reliability and 
Maintainability Analysis, Lulca University of Technology, 2005 
Barbera, L et al. RAM Analysis of Mining Process: a Case Study of Copper Smelting 
Process in the Field Of Mining, Chile, Spain, 2008 
Blanchard, B. S., W. J. Fabrycky. System Engineering and Analysis, 2nd ed., 
Prentice-Hall, Englewood Cliffs, NJ., 1990 
Ebeling, Charles E., An Introduction to Reliability and Maintainability 
Engineering, The McGraw-Hill Companies, Inc., Singapore, 1997 
Indonesia Energy Outlook 2010. Pusat Data dan Informasi Energi Sumber Daya, 
Mineral Kementrian Energi dan Sumber Daya Mineral. Indonesia, 2010 
James D. Steam Traps and Mean Time to Failure. Acers Company, 2010 
Levitt, Joel. Complete Guide to Preventive and Predictive Maintenance, Industrial 
Press, New York. 1952 
Moubray, John. Reliability Centered Maintenance, Linacre House, Jordan Hill, 
Oxford. 1991 
Offshore Reliability Data Handbook. OREDA Participants, 4th Edition. Norway 
2002 
Stamatis, D.H. Failure Mode and Effect Analysis, ASQC Quality Press, Milwaukee, 
Wisconsin. 1947 
Survey of Reliability and Availability Information for Power Distribution, Power 
Generation, and Heating, Ventilating & Air Conditioning (HVAC) 
Components for Commercial, Industrial, and Utility Installation. 
Headquarters Department of the Army. Washington, DC, 2006 
User’s Guide Blocksim Version 8. Reliasoft., Tucson, Arizona, USA, 2013 
 
  
Powered by TCPDF (www.tcpdf.org)
Tugas Akhir - 2014
Fakultas Teknik Elektro Program Studi S1 Teknik Elektro
